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Photos of things inspectors find during inspections … 
 

Please send photos of items/issues you find/see and would like to share with others. 
(I will credit you with your submission or keep your submission anonymous, as you prefer.) 

 
This photo provided by: 

Todd Schepers, Electrical Inspector 

 
Photo 01 

 
Issue: Electrical wiring in duct 
 
What is the code violation section(s): 

 

 
 
 
 

 
 
 

Photo 02 
 
Issue: Plumbing VTR not flashed properly 
 
What is the code violation section(s): 

 

 

 
Photo 03 

 
Issue: Insulation facing left exposed 
 
What is the code violation section(s): 
 

 

 
Photo 04 

 
Issue: AAV glued into PVC vent pipe 
 
What is the code violation section(s): 
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Photo 05 

 
Issue: Stair riser exceeds 7-3/4 inches height (8 inches) 
 
 
 
What is the code violation section(s): 
 

 
Photo 06 

 
Issue: Stair riser exceeds 7-3/4 inches height (9-1/2 

inches) – it is best to find this condition at the time 
Photo 5 was taken instead of at final inspection 

 
What is the code violation section(s): 
 

 

  
Photo 07 

 
Issue: Wood decayed second floor studs (yes, new 

construction, most were studs like this) 
 
 
What is the code violation section(s): 
 

 

 
Photo 08 

 
Issue: Studs wood decayed so bad the contractor 

“repaired” the studs … “repaired” after installing 
the load path strapping 

 
What is the code violation section(s): 
 

 
(Code violation section(s) answers can be found at the bottom of last page) 

 
 

Click here for current and previous editions of the Inspectors’ Field Comments Newsletter©. 
 
 

http://jerrypeck.com/IFCN/IFCN.htm
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Please, if you have photos of any items or issues you would like to share with other building officials / inspectors / 
plan reviewers, send photos of the items or issues to jerry@jerrypeck.com for inclusion in future newsletters photo 
editions. 
 
All contributors will be acknowledged and given credit for their contributions … or will be anonymous if so 
requested … PLEASE help others by sharing photos of items or issues you have found in the field. 
 

I look forward to all contributions, and suggestions for future topics. 
 

Respectfully submitted, 

 
Jerry Peck 
Editor/Publisher 
Inspectors’ Field Comments Newsletter© 
jerry@jerrypeck.com  
  
Please use the email address above if: 

¶ You have comments, corrections, or additional information to share – all comments are encouraged. 

¶ You would like to contribute a photo to be included in the newsletter photos edition. 

¶ You have a topic you would like researched for the regular newsletter edition. 

¶ You know someone you think would like to receive this newsletter, please include their name and email address. 

¶ You would no longer like to receive this newsletter; just put “No thank you” in the subject line.  
 

*Photo 01 – Code Violation section(s) for electrical issues 
 
2011 NEC 110.3(B) Installation and Use 
2011 NEC 314.23 Supports. 
2011 NEC 300.22(B) Ducts. 
2014 FBC-B/R 107.4 Amended construction documents 
 

Photo 02 – Code Violation section(s) for plumbing VTR not 
flashed properly 

2014 FBC-R P3103.3 Flashings and sealing 
2014 FBC-P 903.3 Flashings 

Photo 03 – Code Violation section(s) for insulation facing left 
exposed 

2014 FBC-EC R303.2 Installation 
2014 FBC-EC C303.2 Installation 
 

Photo 04 – Code Violation section(s) for AAV glued into vent 
piping 

2014 FBC-R P3114.2 Installation 
2014 FBC-P 918.2 Installation 
 

Photo 05 – Code Violation sections for stair riser exceeds 7-3/4 
inches height (FBC-R) 

2014 FBC-R R311.7.5.1 Risers (7-3/4”) 
2014 FBC-B 1009.7.2 Riser height and tread depth (7”) 
 

Photo 06 – Code Violation sections for stair riser exceeds 7-3/4 
inches height (FBC-R) 

2014 FBC-R R311.7.5.1 Risers (7-3/4”) 
2014 FBC-B 1009.7.2 Riser height and tread depth (7”) 
 

Photo 07 – Code Violation section(s) for wood decayed studs  
2014 FBC-R R602.1 Identification 
2014 FBC-B 2303.1 General 

Photo 08 – Code Violation section(s) for studs replaced after 
installing the load path strapping 

2014 FBC-R R301.1 Application 
2014 FBC-B 1604.9 Counteracting structural actions 

*Photo 01 note: This condition was discovered during a remodeling project when the drywall ceiling was removed. 

 
Please send any corrections/additional code sections for the stated issue to jerry@jerrypeck.com – I will send that information out as an 
update/correction. 
 

Please send photos of items/issues you find/see and would like to share with others. 
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